GROUNDING PER NEC 250. #2/0 CU TO COLD WATER MAIN,
BUILDING STEEL, SPRINKLER MAIN AND CONCRETE

ENCASED ELECTRODE. #6 AWG TO (2) DRIVEN GROUND RODS,
MINIMUM OF 6' APART. BOND ALL SERVICE GROUNDING
ELECTRODES PER NEC 250 WITH (1) #6 CU GND.
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U.G. ELECTRICAL SERVICE <

HOUSE PANEL .
PANEL: H SCHEDULE: = MANUFACTURER: SQ.D NO. OF SPACES 30
VOLTS: 120/240 AMPS: 100 TYPE: NQQOD MOUNTING: SURFACE
ENCLOSURE: _NEMA 3R 9’5 i SHORT CIRCUIT RATING: 22K
MAN [ MLO: [ TOP FEED: [ BOTTOMFEED: [ COPPERBUS [ GHOUI\DBARK!T! 24 NEUTRAL BARKI: [
BB EEE " o815 4] L
Z|5|E| ASSIGNMENT |5|9| ASSIGNMENT  |E|3|& |
7.0 11 1 | 20| FRONT & LEFT EXT. LIGHTING | © SPARE 2001 121 X
20 {3 1]20 BUILDING SIGN O | REAR & RIGHT EXT. LIGHTING |20| 1 | 4 7.0
X 511120 SPARE o] SPARE 200116 X
X 711120 SPARE o SPARE 2011 |8 X
X 911120 SPARE o SPARE 20| 1 |10] X
X |11 1120 SPARE o SPARE 201 1 |12 X
X 1311 |20 SPARE °) SPARE 2001 1 [14] X
X 18] 1120 SPARE o SPARE 20| 1 |16 X
X 1711120 SPARE ) SPARE 201 1 |18 X
X |19} 120 SPARE ) SPARE 201 1 |20 X
X 211 1 [20 SPARE o SPARE 2011 {22] X
X |23} 120 SPARE ) SPARE 201 1 | 24 X
X 251 1|20 SPARE o SPARE 2011 |26] X
X 2711120 SPARE ) SPARE 20| 1 |28 X
X | ><|29] 1|20 SPARE o SPARE 20{ 1 | 30| X
L1 = 7.0 A
L2 = 9.0 A
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