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Fire Marshal Division
March 1, 2024
To:
Jason Wellons

PO Box 766

Spring Lake, NC 28390

Re:
Liberty Play Town
3211-3213 Ray Road
            Spring Lake, NC 28390
Application Number BCOM2402-0012
To Whom It May Concern,
Thank you for submitting the plans for the Liberty Play Town. The plans have been carefully reviewed by a qualified code enforcement official to examine for full compliance with the North Carolina Fire Prevention Code and all other fire protection regulatory documents.  There are some items that were found during the plan review process that need to be addressed before a final inspection of the new facility can be given.  These items are outlined and described below.
· Physical Address

· The physical address of the building shall be posted in a conspicuous place so that it can be seen on approach from the road, access road, and/or parking lot.

· The numbers used to make up the physical address shall be at least 6 inches in height.
· Fire Hydrants
· All structures in non-residential developments must be within 400’ of a hydrant.

· Hydrants require a minimum flow of 500 GPM (Municipalities may require more).

· Provide a fire flow analysis for the building(s) and determined by an approved method.  NC Fire Code Appendix B is acceptable method.  

· Knox Box
· A Knox Box secure key box shall be installed on the new building that houses all keys to all the doors within the building in which the fire department would need access to in the event of an emergency. https://www.knoxbox.com/commercial-knox-boxes
· The box shall be mounted 48 – 60 inches in height.  
· Occupant Load Posting
· Before final occupancy of all assembly spaces within the building, an occupant load posting is required to be displayed in a prominent location for any assembly rooms exceeding 49 occupants. 
· The occupant load posting shall be provided by the Fire Marshal’s Office.
· Fire Safety and Evacuation Plans 
· An approved fire safety and evacuation plan shall be prepared, posted and maintained for Group A, B, E, F, H, I, M, R occupancies. (Exceptions apply to specific occupancies)
· Means of Egress Illumination Required
· The means of egress, including the exit discharge shall be illuminated at all times the building spaces served by the means of egress is occupied. 

· Illumination level in all areas of the means of egress shall not be less than 1 foot-candle at the walking surface and shall have emergency power supply.
· Fire Extinguishers
· Fire Extinguishers shall be 2A:20BC and shall be placed with a travel distance to not exceed 75’

· Fire extinguishers are to be mounted no higher than 5 feet (1524 mm) and no less than 4 inches (102 mm) above the finished floor.

· Fire extinguishers shall not be obstructed or obscured from view.

Thank you again for submitting the plans for the Liberty Play Town. Please review the plans and adhere to any notes and alterations that were made in addition to the original drawings. These remarks are for the plans that were submitted and its original intent. These remarks do not apply if the original intent changes or what was submitted on the above date changes. If you have any questions, please do not hesitate to call this office

Again, thank you and we look forward to working with you during the construction period!

Sincerely,
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Leslie R. Jackson
Chief Deputy Fire Marshal

lrjackson@harnett.orgBottom of Form

Top of Form
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