
JUNIPER VILLAGE

REVISION LOG
DATE REVISION

SCOPE OF WORK
INSTALLATION OF A MANUAL FIRE ALARM SYSTEM FOR AN R-2 OCCUPANCY TO INCLUDE.

CENTRAL STATION MONITORING COMPANY
NAME: TO BE DETERMINED (SUPPLIED BY OTHERS)

ADDRESS: ###

PHONE NUMBER: ###

UL LISTING #: ###

INSTALLING CONTRACTOR
NAME: DIAMOND ELECTRONICS INC.

ADDRESS: P.O. BOX 166

LOCUST, NC 28097

PHONE NUMBER: 704-888-0223

NC CONTRACTORS
LICENSE #:

16269-SP-FA/LV

FIRE ALARM SYSTEM SUPPLIER
NAME: DIAMOND ELECTRONICS INC.

ADDRESS: P.O. BOX 166

LOCUST, NC 28097

PHONE NUMBER: 704-888-0223

NC CONTRACTORS
LICENSE #:

16269-SP-FA/LV

SC CONTRACTORS
LICENSE #:

FAC.13687

PROJECT DATA
NAME: JUNIPER VILLAGE APARTMENTS

ADDRESS:

LILLINGTON, NC 27546

DESCRIPTION: APARTMENT BUILDING

OCCUPANCY TYPE: R-2

SPRINKLER SYSTEM: YES

APPLICABLE CODES/CODE ANALYSIS
APPLICABLE CODES:

NORTH CAROLINA BUILDING CODE 2018 EDITION

NORTH CAROLINA MECHANICAL CODE 2018 EDITION

NORTH CAROLINA PLUMBING CODE 2018 EDITION

NORTH CAROLINA ELECTRICAL CODE 2017 EDITION

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA 13) 2013 EDITION

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA 72) 2013 EDITION

2017 EDITION

Operations Manager, SET, CAT 
Nicet IV Fire Alarms #66388
Nicet II Inspection and Testing of Fire Alarm Systems
FCC GROL FRN#0029798212
NTS CAT Level 1
NC Fire/LV #16269-SP-FA/LV
NC Burglar #2419-CSA
SC F/A #FAC.13687
SC Burglar #BAC.13852
ALSO FACTORY TRAINED FROM SILENT KNIGHT AND FIRE
LITE BRANDS

ALL DEVICES IN THE UNITS SHALL PRODUCE 75db AT THE PILLOW
LEVEL WHERE APPLICABLE.

INTERNATIONAL  FIRE PREVENTION CODE (IFPC) 2015 EDITION

NATIONAL ELECTRIC CODE (NFPA 70)

ANSI A117.1 NC ACCESSIBILITY CODE 2009 EDITION
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FIRE ALARM MATRIX OF OPERATION
FIRE ALARM SYSTEM OUTPUTS
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FIRE ALARM SYSTEM INPUTS A B C D E F G H I J K L M

1 MANUAL FIRE ALARM PULL STATION x x x
2 SMOKE DETECTOR-AT FACU / RPS x x x
3

4

5

SMOKE DETECTOR-AT LEVEL ONE ELEVATOR LANDING

6

SMOKE DETECTOR-AT OTHER THAN LEVEL 1 ELEVATOR LANDING

7

SMOKE DETECTOR-IN ELEVATOR CONTROL ROOM

8

11

SPRINKLER WATER FLOW x x x

12

SPRINKLER TAMPER/OS&Y SWITCH x x x

13

x x x

14

CELLULAR COMMUNICATOR ANTENNA MALFUNCTION

x x x

15

CELLULAR COMMUNICATOR SIGNAL BOOSTER FAILURE

x x x

16

CELLULAR COMMUNICATOR LOW BATTERY/FAILURE

x x x

17

CELLULAR COMMUNICATOR LOSS OF AC POWER

x x x

18

CELLULAR COMMUNICATOR LOSS OF BATT. CHARGER

x x x

19

FIRE ALARM AC POWER FAILURE

x x x

20

FIRE ALARM SYSTEM LOW BATTERY

x x x

21

FIRE ALARM OPEN CIRCUIT

x x xFIRE ALARM GROUND FAULT

x x xNAC CIRCUIT SHORT

10

HEAT DETECTOR-IN ELEVATOR TOP OF SHAFT

SMOKE DETECTOR-IN ELEVATOR TOP OF SHAFT

HEAT DETECTOR-IN ELEVATOR CONTROL ROOM

9 SHUNT TRIP AC POWER LOSS
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